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Quad-Active-Bridge DC-DC Converter as

Cross-Link for Medium Voltage Modular Inverters
Levy Costa, Student Member, IEEE, Giampaolo Buticchi, Member, IEEE, and Marco Liserre, Fellow, IEEE

Abstract—One of the main challenges of the solid-state trans-
former (SST) lies in the implementation of the dc-dc stage. In
this paper, a Quadruple-Active-Bridge (QAB) dc-dc converter
is investigated to be used as basic module of a modular three-
stage SST. Besides the feature of high power density and soft-
switching operation (also found in others converters), the QAB
converter provides a solution with reduced number of high
frequency transformers, since more bridges are connected to
the same multi-winding transformer. To ensure soft-switching for
the entire operation range of the QAB converter, the triangular
current mode modulation strategy, previously adopted for the
dual-active-bridge converter, is extended to the QAB converter.
The theoretical analysis is developed considering balanced (equal
power processed by the MV cells) and unbalanced (unequal
power processed by the MV cells) conditions. In order to validate
the theoretical analysis developed in the paper, a 2 kW prototype
was built and experimented.

Index Terms—Dc-dc converter, multiwinding transformer,
solid-state transformer, triangular current modulation.

I. INTRODUCTION

In recent years, several smart grid technologies have re-

ceived attention, as a possible solution to manage in an

efficient way the growth in load and the high penetration

of distributed generation. One of these technologies is the

Solid-State Transformer [1]–[8]. This power electronics based

system uses a high frequency (HF) transformer, reducing

volume and space, and it can also provide ancillary services

to the grid, such as: reactive power injection on the MV side,

dual micro-grid operation [7], load identification and control

[9], storage integration, management of hybrid grids (dc and

ac) and power quality improvement.

The three-stage SST, chosen for the availability of the dc-

connection and for the superior grid service respect to two

or single-stage architectures [7], is composed of a Medium-

Voltage (MV) ac-dc stage, a HF isolated dc-dc stage and a

Low-Voltage (LV) dc-ac stage. The main challenge of this

architecture is the dc-dc conversion stage, since it has strict

requirements: high rated power, high current capability in

LV side, high voltage capability in HV side, high frequency

isolation and high efficiency. To meet all requirements, two

solutions have been widely investigated: the first one is to use a

converter with high voltage rating devices [10]–[12], while the

second one is based on the modular concept, in which several

modules are used to share the total voltage and power among

them [2], [13]–[15]. Although the modular solution presents a

high number of components, it has several advantages, such as:

low dv/dt (low EMI emission and isolator stress), possibility

to use standard low voltage rating devices and also modularity,

Fig. 1. (a) Modular SST architecture using the QAB converter as a basic
module of the dc-dc stage and (b) QAB topology.

which allows to implement redundant strategy to increase the

fault tolerance and reliability.

Several converters have been investigated to be used as

module of the main core of the SST, but the Dual-Active-

Bridge (DAB) and the Series-Resonant converter (SRC) have

received more attention, due to their advantages of soft-

switching, high efficiency and high power density [13]–[19].

The Multiple Active Bridge (MAB) is an alternative solution

to the DAB or SRC. This kind of converter was firstly

introduced in [20] and it was applied in [21] to connect

renewable energy sources and storage systems.

The use of MAB to realize the dc-dc stage (Fig. 1) of the

SST leads to a reduced number of transformers and modules,

when compared to the design based on DAB, while still

preserving the same advantages. Moreover, the QAB has the

possibility to exchange power among the modules of the MV

inverter directly through the HF transformer, because of the

cross connection configuration of this converter. Therefore,

the QAB converter can be defined as a “cross-link” for the

modules of MV modular inverter. The possible power paths

among the cells of the QAB converter are depicted in Fig. 2,

where the feature of power exchange among the MV cells is

highlighted.

This paper will investigate the operation of the QAB using

the triangular current modulation (TCM) scheme in the SST

system, in which the impact on the converter power and control

stages is evaluated for balanced and unbalanced conditions. In

section II, the operation principle of the converter using the

TCM is described in detail and all equations are derived. The
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Fig. 2. Equivalent circuit of the QAB converter (a) and possible power
transfer paths among the actives bridges: (b) all possible power paths. (c)
Usual balanced condition case, where the LV cell a delivers equal power to
the three MV cells (b, c and d), (source: cell a, load: cell b, c and d). (d) Usual
unbalanced condition case, where the LV cell a delivers different powers to
the MV cells (b, c and d), and in this example the cell d receives more power
than the cells b and c; (source: cell a, load: cell b, c and d). (e) Unusual case,
where the MV cell b operates as a source, giving energy to cells (b and c),
(source: cell a and b, load: cell c and d). In the last case, P1 = 0.

semiconductors and transformer current stresses are evaluated

in section III. The control scheme and the strategy to manage

the unbalanced condition are discussed in section IV. In section

V, the design procedure and simulation results of the QAB are

presented, while experimental results are discussed in section

VI.

II. OPERATION PRINCIPLE

The QAB is composed by four active bridges and for the

analysis, each of them is denoted by a, b, c and d. The elements

of the bridges have subindex i = {a, b, c, d} to indicate the

bridge the element belongs to, as depicted in Fig. 1 (b). In

SST application, the bridge a is connected to the LV side,

while the bridges b, c and d are connected to the MV side.

All bridges can exchange power among them and the possible

power paths are depicted in Fig. 2 (b), where each bridge is

symbolized by the voltage source vi.

To analyze the converter, an equivalent circuit based on the

Y-model and depicted in Fig. 2 (a) is used, in which the bridges

are replaced by rectangular voltage sources (va, vb, vc and vd).

The voltage on the central point vx and the current slope of

each inductor are given by (1) and (2), respectively.

vx =
va + vb + vc + vd

4
(1)

diLi

dt
=

(vi − vx)

L
(2)

Fig. 3. Main waveforms of the QAB converter: (a) positive power flow (from
MV to LV side), (b) negative power flow (from LV to MV side).

A. Triangular Current Modulation Strategy

Originally, the classical phase-shift modulation strategy has

been applied to most multiple active bridge solutions present

in literature [20], [21]. In this scheme, rectangular voltages va,

vb, vc and vd with phase shift ϕa, ϕb, ϕc and ϕd, respectively,

and constant switching frequency fs are applied to the trans-

former. The power is controlled by the phase difference among

the bridges. As a disadvantage of this strategy, high level of

reactive power circulates in the high frequency transformer

when the phase-shift operation angle is high. Besides that, the

soft-switching range of the PSM is limited.

The TCM, introduced in [22], presents an attractive solution

to modulate the QAB converter. Differently from the PSM

strategy, the TCM uses the duty-cycle to control the power

transferred among the bridges. Using the TCM, the switches

of the MV cells can operate with ZCS and the circulating

reactive power on the converter can be reduced. This strategy

has been intensively investigated for the DAB converter [23],

[24] and in this paper, it is extended to the QAB converter.

Firstly, it is considered that the QAB converter operates in

balanced condition, i.e. Pb = Pc = Pd and the LV bridge

duty-cycle is given by D1, while the duty-cycles of the MV

cells b, c and d are given by D2, D3 and D4, respectively. As

the balanced condition is assumed, then D2 = D3 = D4.

The basic principle of the TCM is to impose a triangular

current on the inductors, as shown in Fig. 3. To achieve that,

the voltages va and vb should have the waveforms depicted in

Fig. 3 (a) and consequently the voltage vx is

vx =































nVL + 3VM

4
, 0 < t < d2Ts

nVL

4
, d2Ts < t < d1Ts

0, d1Ts < t < Ts/2

. (3)

As can seen in Fig. 3 (a), the current in the inductor starts

from zero and reaches its maximum value ∆iLb during the
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period of time between 0 < t < D2Ts, where Ts is the

switching period. The current variation during this period,

denoted as ∆iLb(0<t<D2Ts)
, can be calculated by using (2),

where vx is given by (3), resulting in (4). As the currents start

from zero, the switches S2 and S3 of the LV side and also the

switches S5 and S6 of the MV side turn-on at zero current

switching (ZCS).

∆iLb(0<t<D2Ts)
=

D2 (VM − nVL)

4Lf
(4)

Likewise, during the period D2Ts < t < Ts/2, the currents

decrease from ∆iLb until reaches zero again. For this period,

the current variation denoted as ∆iLb(D2Ts<t<Ts/2)
can also be

calculated by (2), resulting in (5). In the moment t = D2Ts,

the current is zero and the switch S1 turns-off at ZCS. It

is important to note that the period in zero state should be

long enough to deplete all charge accumulated in the IGBT

during the conduction state. Thus, this commutation can be

critical for rated load operation, where the stored charge is

high and the zero time period is small [23]. To achieve ZCS

operation regardless the load and input or output voltages

levels, the condition ∆iLb(0<t<D2Ts)
= ∆iLb(D2Ts<t<Ts/2)

must be satisfied. As a results, the relation between the duty-

cycle D1 and D2 is found and presented in (6).

∆iLb(D2Ts<t<Ts/2)
=

nVL (D1 −D2)

4Lfs
(5)

D2 =
VL · n

VM

D1 (6)

B. Power Transfer

The transferred power can be calculated at the dc side of

the bridges by: Pi(avg) = IiVi. The average current in the cell

b (Ib) is calculated in (7). Thus, the powers processed by the

cell b (MV cell) and a (LV cell) are shown in (8).

Ib =
2

Ts

D2Ts
∫

0

ib (d) dt =
D2

2 (VM − nVL)

4Lfs
(7)

Pb =
D1

2(VLn)
2
(VM − VLn)

4LfsVM

Pa =
3D1

2(VLn)
2
(VM − VLn)

4LfsVM

(8)

As can be observed in (8), the duty-cycle of the cell a, D1

is used to control the power transferred, while the duty-cycle

of the MV cells (D2,3,4) are used to ensure the ZCS operation.

C. Influence of the Transformer Parasitic Elements

The previous analysis was performed considering the ideal

transformer case, where all the leakage inductances are as-

sumed to be equal (La = Lb = Lc = Ld), in order

to simplify the analysis and derive all the equations in a

didactic approach. However, in practical application, deviation

in the stray inductance of the transformer is expected, mainly

because of the manufacturing process. The real model of

Fig. 4. Model of the HF transformer, considering its non-ideal elements.

the transformer is depicted in Fig. 4 (a), where the leakage

inductance, coil resistance and parasitic capacitance among

the windings are observed. Therefore, the analysis of the QAB

considering a different leakage inductance for each transformer

winding is performed.

Initially, it is analyzed the effect of different winding leak-

age inductance on the ZCS operation of the QAB converter. It

is assumed that the winding connected to the bridge b has the

expected leakage inductance (L = Lb), while the inductances

of the bridge c and is 10% higher than expected and the

indutance of the bridge d is 8% lower than the expected value.

Therefore: L = Lb = 1.1 · Lc = 0.92 · Ld and the expected

current waveforms are presented in Fig. 4 (b).

Analyzing the current on the bridge c (iLc) and using the

equation (2), the current variation during the first and second

periods are given by (9) and (10), respectively.

∆iLc(0<t<D2Ts)
=

D2 (VM − nVL)

4fs(1.1L)
=

∆iLb(0<t<D2Ts)

1.1
(9)

∆iLc(D2Ts<t<Ts/2)
=

nVL (D1 −D2)

4fs(1.1L)
=

∆iLb(D2Ts<t<Ts/2)

1.1
(10)

Since it is assumed that the equation (6) is satisfied, the

equation (11) is found and, therefore, the condition to achieve

ZCS operation is still valid. It means that a difference on trans-

former stray inductance has no effect on the ZCS operation of

the converter.

∆iLc(0<t<D2Ts)
= ∆iLc(D2Ts<t<Ts/2)

(11)

On the other hand, a deviation on the transformer leakage in-

ductances will have some impact on the amount of transferred

power to the ports. As can be observed in Fig. 4 (b), the area

below the current changes according to the inductance and

consequently the transferred power also changes. Analyzing

the circuit shown in Fig. 2 (a), the voltage vx is described by

va
′ − vx
La

′
+

vb − vx
Lb

+
vc − vx

Lc

+
vd − vx

Ld

= 0 (12)

Taking into account the waveforms of the voltages va and

vb, solving (12) and using the same analysis approach de-

scribed for the ideal case (the intermediates steps are omitted),

the variation of the current ic can be calculated by (13), while

the power transferred to the port c is computed (14).

∆iLc =
LbLd (nVL) (D1 −D2)

fs
[

La
′Lb (Lc + Ld) +

(

La
′ + Lb

)

LcLd

] (13)
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Pc =
D2

1LbLd(nVL)
2
(VM − nVL)

VMfs
[

La
′Lb (Lc + Ld) +

(

La
′ + Lb

)

LcLd

] . (14)

Finally, equation (14) shows the complete power trans-

fer equation of the QAB converter using TCM, considering

different inductances. Considering 10% of deviation on the

inductance Lc (L = Lb = 1.1 · Lc = Ld) and replacing

these values in (14), it is found (15). From this equation, it is

observed that 10% of deviation in one stray inductance affects

only 2.5% of the transferred power.

Pc = 1.025 ·
D2

1(nVL)
2
(VM − nVL)

4Lfs
= 1.025 · Pb (15)

Since the effect of inductance deviation is small, the ideal

analysis can also be used in many cases.

III. SEMICONDUCTORS AND TRANSFORMER EFFORTS

In order to evaluate the performance in term of efficiency

of the QAB converter using the TCM scheme, the current

effort on the semiconductors and transformer are calculated.

The current waveforms on the transformer primary side and

on the semiconductors of the LV bridge and MV bridge are

depicted in Fig. 5 (a). As can be noticed in this figure, the

LV side switches commutate at ZCS during the turn-on and

turn-off. For the switches of the MV cell, the iS2b has ZCS

during the turn-on and turn-off, while the switch iS1b has ZCS

only during the turn-on.

Based on the curves presented in Fig. 5 (a), the rms currents

on the primary and secondary side of the transformer in

function of the duty-cycle D1 are calculated by (16) and (17),

respectively.

iLb,rms =
nVL (VM − nVL)

12LfsVM

√

6D1
3 (16)

iLa,rms =
n2VL (VM − nVL)

4LfsVM

√

6D1
3 (17)

The rms and average currents through the semiconductors

of the LV bridge are given by (18) and (19), respectively.

iS1a,rms =
n2VL (VM − nVL)

4LfsVM

√

3D1
3 (18)

iS1a,agv =
3D1

2
(

n2VL

)

(VM − nVL)

8LfsVM

(19)

Similarly, the rms and average currents through the switch

S1b of the MV cells are given by (20) and (21), respectively,

while the effort the switch S2b are given by (22) and (23).

iS1b,rms =
nVL (VM − nVL)

12LfsVM

√

3D1
2nVL

VH

(20)

iS1b,agv =
D1

2(nVL)
2
(VM − nVL)

8LfsVM
2 (21)

iS2b,rms =
nVL (VM − nVL)

12LfsVM

√

3D1
3 (22)

iS2b,agv =
D1

2 (nVL) (VM − nVL)

8LfsVM

(23)

Fig. 5 (b) shows the graphic of the current effort through the

semiconductor and transformer in function of the output power

of the QAB converter. The graphics were obtained using the

previous equations and the follow parameters: VL = 700V ,

VM = 1130V , fs = 20kHz, D1max = 0.48, L = 12.5uH
and n = 1.3. The calculation of the parameters is explained

in detail in Section V (A. Design Procedure).

IV. CONTROL SYSTEM

A. Unbalanced Condition

For unbalanced condition (Pb 6= Pc 6= Pd), the duty-cycles

of the MV bridges are not equal anymore. The duty-cycle of

each MV cell will depend on the processed power. For this

Fig. 5. (a) Current waveform on the semiconductors and transformer of the QAB converter, (b) current stresses (rms and average) on the semiconductor and
transformer in function of the total transferred power and (c) main waveforms of the converter for unbalanced condition, considering positive power flow.
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analysis, it is considered that only the power of the cell b
is different, i.e. Pb 6= Pc = Pd. Considering this condition,

the voltages va, vb and vx, as well as the current iLb and

iLc are depicted in Fig. 5 (c). As can be observed in this

figure, the voltage vx has one more level, caused by the duty-

cycle difference given by ∆D2 = D3 − D2. This additional

level makes the current ib decrease and the current ic increase.

Afterwards, both currents decrease with the same slope, but

they reach different values, since they started from different

points. As a conclusion, the variable ∆D has direct impact on

the dc value of the currents, and consequently the additional

power delivered by the MV cell. For that reason, this new

variable can be used to control the power exchange among

the MV cells, as described in [25].

The dc side current waveforms of the cells b and c are also

depicted Fig. 5 (c). As it can be seen, the output current of

the ports is affected by the unbalanced condition only during

half switching period. Besides that, the additional amount of

charge delivered or removed from each port is highlighted in

the figure.

Pb =
Pa

3
+ ∆Pb (24)

To calculate the imbalance effect on the power processed

of the MV cells, it is assumed that the power of the cell b is

composed of the total balanced power (given by Pa/3) and

an additional power portion ∆Pb, as presented in (24). Thus

for balanced condition ∆Pb = 0. The additional power ∆Pb

is calculated using the additional charge (∆Qb and ∆Qc) as

shown in Fig. 5. Therefore, it is found the equation of ∆Pb in

function of ∆D2, as presented in (25). The same procedure can

be applied to the power transferred by the cell c and the results

is given by (26). As can be observed in (25) and (26), the

equations of the additional power are in function of ∆D2. This

variable can be used to control the additional power transferred

to the MV bridges.

∆Pb =
3VM

2∆D2 (D2 −∆D2)

2Lfs
(25)

∆Pc =
3VM

2∆D2 (∆D2 −D2)

4Lfs
(26)

Fig. 6 shows the current effort on the semiconductors of the

cells b and c, when the QAB converter operates with TCM and

an unbalanced condition of 15% (i.e. one MV cell processing

15% more power then the others) and 30%, in order to point

out the imbalance on the semiconductors effort.

B. Control Structure

To control the converter two control loops are used: output

voltage control (LVDC link control) and power balance con-

trol. The control scheme used in this converter has the same

concept of the structure described in detail in [26], but it was

adapted for the TCM. Fig. 7 shows the block diagram of the

employed control structure and it is briefly described here.

The LVDC link loop is used to control the output voltage

and is responsible for the total amount of power transferred

Fig. 6. Semiconductors effort of the QAB converter for unbalanced condition
of 15% and 30%.

Fig. 7. Control structure: (a) measured parameters of the QAB converter
and (b) simplified block diagram of the control scheme.

from the MV side to the LV side, by using the variable d1, as

described in Section III.

To ensure the same amount of power processed by the

MV bridges, a power balance loop is used. The duty-cycle of

the MV bridges are calculated using (6) to achieve the ZCS

condition. Besides that, the variable ∆D is used to balance the

power. Therefore, the duty-cycle of each bridge is composed

by two variables: d2, responsible to ensure ZCS condition, and

∆dk (where k = b, c, d), responsible to balance the power.

The correlation between the variable ∆dk and the amount of

additional transferred power to each MV bridge is presented

in (25) and (26).

V. DESIGN PROCEDURE AND SIMULATION RESULTS

To validate the theoretical analysis described in this paper,

a design procedure is presented in order to show how to size

the main components of the converter and a simulation using

the obtained parameters from the design is running in order

to evaluate numerically the performance of the converter.

TABLE I
SPECIFICATION OF THE SMART TRANSFORMER

Parameters Value

Output nominal power SSST = 1 MVA

MV grid (input voltage) VMV ac = 10 kV

LV grid (output voltage) VLV ac = 400 V

MV dc link VMV DC = 10.2 kV

LV dc link VLV DC = 700 V
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Fig. 8. Inductor current: (a) when D1 = 0.5 and there is no zero time of the
current, (b) when D1 = 0.48 and there is a short zero time of the current.

A. Design Procedure

The design procedure is performed considering the full-

scale smart transformer, whose specifications are shown in

Table I and whose architecture is illustrated in Fig. 1.

In the proposed SST architecture, three QAB are used per

phase, resulting in a total of nine modules. This number

was chosen to have a good trade-off between number of

components and effort, as demonstrated in [27]. Although this

amount of modules might seem unrealistic from the practical

viewpoint, there are already some industry products based also

on nine modules per phase, as can be observed in [14]. In

addition, the research and development of industries is also

going in the direction to use more modules with reduced volt-

age devices, as can be observed [28], where solutions based

on 1.7kV IGBT with more modules are being investigated to

replace 6.5kV IGBT-based solutions.

As can be observed, the system is composed by three dc-dc

converter per phase, resulting in a total of nine converters for

the three-phase system (nQAB = 9). Therefore, taking into

account the grid specification shown in I and the number of

converters, the specifications of a individual QAB converter

are: PQAB = PSST /nQAB = 1MW/9 = 111.1kW , VL =
VLVDC = 700V ; VM = VMVDC/nQAB = 10.3kV/9 =
1130V .

The selected switching frequency is fs = 20 kHz. The

nominal duty-cycle D1 can be arbitrarily chosen and the

maximum value that it can assume is D1 = 0.5. On one

hand, if D1 = 0.5 is chosen as nominal duty-cycle, it leads to

reduced efforts on the semiconductors and transformer, since

a large amount of power can be transferred with lower peak

current on the inductors. On the other hand, the inductor

current will not have a zero time, as illustrated in Fig. 8 (a),

and then the ZCS can be compromised, as described in [25]

and [23]. Therefore, a nominal duty-cycle of D1 = 0.48 is

chosen, in order to let a small zero time (see Fig. 8 (b)) to

ensure the ZCS operation.

The selected transformer turns ratio is n = 1.3. Thus, taking

into account all the defined parameters and using equation (8),

the required inductances can be calculated, as presented in

(27).

L =
3D2

1(nVL)
2
(VM − nVL)

4fsPa

L =
3(0.48 · 1.3 · 700)

2
(1130− 1.3 · 700)

4 ·
(

20 · 103
)

·
(

111 · 103
) = 12.5µH

(27)

The MV side inductors are Lb = Lc = Ld = L = 12.5µH ,

while for the LV side inductor, the turns ratio must be take

TABLE II
COMPARISON ON THE TRANSFORMER AND SEMICONDUCTORS STRESSES

DETERMINED ANALYTICALLY AND BY NUMERICAL SIMULATIONS

Parameters Calculated (A) Simulated (A) Deviation (%)

iLa,rms 187.06 187.6 0.289

iLb,rms 47.97 48.1 0.271

iS1a,rms 132.273 132.657 0.29

iS1a,avg 79.286 79.595 0.387

iS1b,rms 30.44 30.5 0.197

iS1b,avg 16.37 16.4 0.183

iS2b,rms 33.9 33.98 0.236

iS2b,avg 20.33 20.41 0.394

into account La = L/n2 = 12.5µH/(1.3)2 = 7.4µH . To

ensure ZCS operation, the equation (6) must be satisfied and,

therefore the duty-cycle of the MV bridges D2 is obtained, as

shown in (28).

D2 = D1
nVL

VM

= 0.48
1.3 · 700

1130
= 0.386 (28)

The rms current on the LV side and MV side on the trans-

former are obtained by replacing the calculated parameters in

the equations (16) and (17), respectively, as can be observed

in (29).

iLb,rms =
1.3 · 700 (1130− 1.3 · 700)

12 · (12.5µ) ·
(

20 · 103
)

· 1130

√

6 · 0.483

iLb,rms = 47.97A

iLa,rms =
(1.3)

2
· 700 (1130− 1.3 · 700)

12 · (12.5µ) ·
(

20 · 103
)

· 1130

√

6 · 0.483

iLa,rms = 187.06A

(29)

Likewise, the current effort on the semiconductors are calcu-

lated using equations and the previous calculated parameters.

The individual calculation is not presented because of space

limitation and the results are summarized in the Table II.

B. Simulation Results

To verify the converter’s performance and the validity of

the theoretical analysis developed in this paper, the converter

was simulated using the MATLAB/Simulink and the PLECS

toolbox, considering the parameters presented in Table I. The

results consists in steady-state operation in balanced and un-

balanced condition, with the aim to verify the basic operation

and the soft-switching feature of the converter described in

section II. Besides that, sensitivity to parameters variation, in

this case transformer leakage inductance, is also evaluated, in

order to attest the analysis presented in section II C - Influ-

ence of the Transformer Parasitic Elements. Finally, dynamic

operation is also evaluated for balanced and unbalanced power

condition and all the results are summarized in Fig. 9 and 10.

1) Steady-state: Simulation results for the QAB dc-dc

converter operating in balanced steady-state condition with

rated power (i.e. 111.1 kW) are presented in 9 (a) to (c). The

aim of these results is to demonstrate the basic operation of the
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Fig. 9. Simulation results for steady-state operation: (a) main waveforms for balanced condition (va, vb, vx, iLa and iLb), (b) voltage and current on the
semiconductors of the LV side and (c) MV side for balanced condition. (d) Main waveforms for unbalanced condition (Pc = Pd = 42kW and Pb = 24kW ),
(e) voltage and current on the semiconductors of the bridge a (LV side), (f) bridge b and (g) bridge c for unbalanced condition. (h) Effect on output power
of MV bridges and (i) inductors currents on the MV side for a deviation on the leakage inductance.

converter using the proposed TCM analyzed in section II. In

Fig. 9 (a), the voltages va, vb and vx and the currents iLa and

iLb are shown in agreement with the theoretical waveforms

illustrated in Fig. 3 (a). As can be observed in this result, the

duty-cycle of the bridge a (LV side) is D1 = 0.48, while the

MV bridges has the same duty-cycle of D2 = 0.386. The cur-

rent and voltage waveforms on the semiconductors of the LV

side (bridge a) and MV side (bridge b) are depicted in Fig. 3

(b) and (c), respectively, where soft-switching operation is

clearly observed. To verify the validity of all derived equations,

the transformer and semiconductors stresses obtained with

simulation are compared to the calculated values, as shown

in Table II. This comparison shows a very good accuracy of

the analytical equations, proving their validity.

2) Unbalanced load condition: Likewise, Fig. 9 (d) to (e)

shows the same main waveforms for unbalanced load condi-

tion. These results were obtained for the converter operating

with bridges c and d processing 42kW , while bridge b operates

with power level of 24kW In Fig. 9 (d), the imbalance can

be clearly observed on the waveform of the voltage vx, in

which more levels are present, and also on the waveforms of

the currents iLb and iLc. The additional level on the voltage

vx has a duration determined by ∆D = D2 −D3 and, due to

this level, the current iLb increases instead to decrease, while

the current iLc decreases with a higher negative slope. After

the period ∆D, both currents decrease with the same slope, as

expected. The waveforms obtained by simulation are identical

to the theoretical waveforms shown in Fig. 5 (c). The current

and voltage waveforms on the switches of the bridge a (LV

side), b and c (MV side) are presented in the Fig. 9 (e), (f)

and (g), respectively. As expected, the semiconductors currents

have an offset, leading to the loss of ZCS feature. However,

this effect is more relevant on the MV side and less relevant

in the LV side. Therefore, it is an advantage for the converter,

because the LV bridge, which has higher current and losses, is

less affected by the unbalanced power processed by the MV
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bridges.

3) Influence of different leakage inductance: To evaluate

the sensitivity of the converter to parameter variation, sim-

ulation results taking into account deviation on the leakage

inductance are obtained and they are presented in Fig. 9 (h)

and (i). In this simulation, the leakage inductance of the bridge

c was kept constant (Lc = L = 12.5µH) and it was assumed

a deviation of 10% on the leakage inductance of the bridge b

and d. In this assumption, the bridge b has lower inductance

(Lb = 0.9L = 11.25µH), while the bridge d has higher

leakage inductance (Ld = 1.1L = 13.75µH). The influence

of the inductance deviation on the power processed by the

individual bridges is presented in Fig. 9 (h). As expected,

the power processed by the bridge b is increased by 10%,

resulting in Pb = 40.7kW and the power processed by bridge

d is decreased by 10%, resulting in Pd = 33.3kW . The power

of bridge c remains constant. These values are in agreement

with the equation (14) derived in the theoretical analysis.

Fig. 9 (h) shows the effect of the leakage inductance variation

on the inductors currents. As expected, the currents reach

different peak values, because of the different amount of power

processed by the MV bridges. Besides that, it is also observed

the zero-current-switching operation of the converter. Hence,

this result confirms the operation of the converter with soft-

switching even taking into account transformer asymmetries.

4) Dynamic operation: Finally, dynamic results are pre-

sented in Fig. 10, in order to show the performance of the

control structure and also the possibility to process different

power by the bridge of the MV side, as described in section IV.

For this simulation, a proportional-integral (PI) compensator

was used for the output voltage control loop and also for

the power balance loop, depicted in Fig. 7. Initially, it was

evaluated the possibility to exchange power among the MV

bridges. The load connected in the LV side was kept constant

and the total power processed by the converter as well. This

result is presented in Fig. 10 (a) and, as can be observed, the

power processed by the bridges of the MV side changes along

the time, while the total power (represented by Pa) remains

constant. In the first period (highlighted in that figure), the

converter operates with balanced power (Pb = Pc = Pd).

Then, the operation point of the bridge d is changed, reducing

its power by 15%. Consequently, the power processed the

other two bridges increase by 7.5%. In the third period, the

operation point of all MV bridges changes, so that all bridges

process different amount of power, as observed in Fig. 10. In

Fig. 10 (b), besides the variation on the power processed by

the MV bridges, a load change (total processed power) is also

verified. As can be observed in this result, the load is reduced

by half. During this moment, the processed power in the MV

side remains balanced and the output voltage is well regulated.

Therefore, the performance of the control structure described

in Section IV is successfully verified.

VI. EXPERIMENTAL EVALUATION

A. Hardware Demonstrator

In order to verify the operation and evaluate the performance

of the QAB converter with the TCM experimentally, a down

Fig. 10. Simulation results: (a) dynamic operation of the converter, showing
variation on the power processed by the MV bridges, for constant load and
(b) dynamic behavior for load variation.

scaled prototype of 2.5 kW was designed, built and tested in

laboratory. The primary goal of the prototype is to confirm

the analytically studied converter capabilities by experimental

results and for that reason a reduced scale prototype was used

and the main specifications are presented in Table III. To

design the converter, the same design procedure described in

Section V (A) was used, taking into account the specifications

from Table III. For the experimental set-up, a maximum duty-

cycle of D1max = 0.45 was chosen and therefore the inductors

and the others parameters were selected. Fig. 12 shows the

picture of the implemented prototype, where the power board,

control board and also the multi-winding transformer are

observed. IGBT modules from Infineon were used in all

bridges and the specification is also presented in Table III. To

control the converter, a Freescale MPC5643L floating point

DSP (32-bit CPU, 60MHz) was used. Additional inductors

of 35µH were added to each winding of the transformer, as

observed in Fig. 12. The transformer has a U shaped core with

ferrite material and it is depicted in Fig. 12 (b). The main

parameters were measured and they are presented in Table

IV. As can be observed, the leakage inductances have a small

deviations among them.

B. Experimental Results

The experimental results consist of relevant voltage and

current waveforms for steady-state and dynamic operation of
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the QAB converter using the proposed TCM. The main wave-

forms obtained from the implemented prototype operating at

nominal load are shown in Fig. 11 and Fig. 13, and they will

be discussed in the following.

1) Steady-State Operation Waveforms: The steady-state

waveforms are shown in Fig. 11, and they were obtained by

the converter operating at light load condition and nominal

conditions. Fig. 11 (a) shows the voltage and current on

the bridges a (va, iLa) and b (vb, iLb) for the converter at

light load, i.e. Pa = 1kW . As can be observed, the duty-

cycle is reduced and the zero-time of the currents is very

large. Soft-switching is observed and this condition is not

critical for the switching. The same waveforms are depicted in

Fig. 11 (b) for nominal load condition. The converter has an

output power of around 2.5 kW, divided equally among the

MV cells. As expected, the current and voltage waveforms

are very similar to the theoretical waveforms and the ZCS

feature can be noticed in the figure. The switching details

are depicted in Fig. 11 (c). Although the zero-time of the

current is very short in this condition (worst condition), the

ZCS operation is still achieved and confirmed by this result.

The waveforms obtained experimentally are very similar to

the theoretical waveforms described in section II and to those

obtained through simulation. Fig. 11 (d) shows the results for

unbalanced condition, where the bridges b and d operate with

640 W, while the bridge c processes 480 W, resulting in a

total power of approximately 1.8 kW. For safety reasons, the

test was performed with voltage of 150 V in the secondary

side. As can be seen in this picture, the bridges b and c

have different duty-cycle and this difference is determined

by ∆D = Dc − Db. During the period given by ∆D, the

currents iLa and iLb change their slope and iLb increases

instead to decrease. This is explained by the additional level

on the voltage vx, as already described in section IV (A). After

the period ∆D, both currents decrease again. Furthermore, it

TABLE III
SPECIFICATION OF THE IMPLEMENTED DC-DC CONVERTER PROTOTYPE

Parameter Value

Rated Output Power Po = 2.5kW

LV dc-link (VL) VL = 200V

MV dc-link (VMb, VMc, VMd) VM = 250V

Switching frequency fs = 20kHz

Additional external inductance La = Lb = Lc = Ld = 35µH

Transformer turns ratio n = 1 : 1 : 1 : 1

Output filter capacitor C = 500µF

IGBT S1,2,3,4 Infineon SIGC32T120R3E

IGBT3 (1200V/25A)

Fig. 12. Picture of the implemented prototype: (a) top-view of the converters
prototype, (b) HF multi winding transformer, (c) front-view of the converter.

is noticed in this results that the ZCS feature is lost.

2) Evaluation of Transformer Parameters Variation: In

order to verify experimentally the sensitivity to the transformer

leakage inductance, deviation on the leakage inductor was

introduced and the converter operation was evaluated. The

bridges b and c are used for comparison purpose. The leakage

inductance of the bridge c was kept constant (Lc = L), while

an additional inductance of 10µH was added in series with Lb,

i.e. Lb = L+10µH . The currents iLb and iLc were saved and

Fig. 11. Experimental result of the QAB converter: (a) operation in steady-state at light load condition, (b) operation in nominal load and balanced condition,
(c) switching detail, showing the operation of the converter at ZCS, (d) operation at unbalanced condition, (e) currents waveforms of the bridges b and c, for
leakage inductance and (f) for different leakage inductance, showing the effect of the parameter variation on the current waveform.
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TABLE IV
MEASURED PARAMETERS OF THE HF MULTIWINDING TRANSFORMER

Parameters inductance Resistance

Magnetizing LM = 4.03mH RM = 102.8kΩ

Series parameters

Winding inductance Resistance

a (LV) Laleak = 2.67µH Raleak = 26.7mΩ

b (MV) Lbleak
= 29.97µH Rbleak

= 83mΩ

c (MV) Lcleak = 22.5µH Rcleak = 59.4mΩ

d (MV) Ldleak
= 9.6µH Rdleak

= 77.6mΩ

compared and they are show in Fig. 11 (e) and (f). In Fig. 11

(e), the bridges have the same inductance Lb = Lc = L, and

then the currents iLb and iLc are equal. In Fig. 11 (f), the

additional inductance is introduced and the power processed

by the bridge b is reduced. This reduction is observed on

the waveform of the current iLb, which is also reduced. It

is important to highlight that the ZCS feature is still obtained

even with the parameter variation.

3) Transient Operation Waveforms: Finally, dynamic re-

sults were obtained for power variation of the MV bridges.

The output voltage and also the currents on the dc side of the

bridges b, c and d were saved in order to show the power

processed by these bridges. The transient results are shown in

Fig. 13. The unbalanced power condition is evaluated in these

results. Fig. 13 (a) shows the waveforms for the converter

processing balanced power (i.e. Pb = Pc = Pd) and then,

due to the control action, the converter operates with different

power levels in the MV bridges. As can be seen in this

result, the power processed by bridges b and d are reduced,

while the power processed by bridge c is increased. Similarly,

Fig. 13 (b) shows also the power transient in the converter, but

taking into account that the converter was already processing

unbalanced power. Initially, the power processed by the bridge

d is already higher than the other two bridges. Then, the

power Pb is reduced to almost zero, while the power Pc

is increased. During this transient, the power of the bridge

d remains constant. Thus, these results have confirmed the

possibility to exchange power among the MV bridges and

validate the control structure presented in Fig. 7 (b).

VII. CONCLUSION

In the framework of SST development, modular architec-

tures will play a fundamental role. In this paper, a quadruple

active bridge converter is employed as a basic cell of the dc-dc

conversion stage of the SST. The QAB converter has the same

features of the DAB converter (as soft-switching and high

power density), with the additional characteristic to reduce

the number of the HF transformer, since the QAB converter

connects more active bridges to a single transformer.

To modulate the converter, the triangular current modulation

(TCM) previous studied only for the DAB converter was

applied to the QAB converter. This modulation strategy has the

advantage to operate with zero-current-switching for a wide

range of load and voltage, reducing significantly the switching

losses of the converter.

Fig. 13. Experimental result of the QAB converter operating under transient
condition, showing the possibility to exchange power among the bridges b, c
and d: output voltage and current on the dc side of the bridges b, c and d.

The basic operation of the converter using the TCM was

described and all the main equations have been analytically

derived and experimentally verified. It was demonstrated in

this paper that the ZCS feature is lost in case of unbalanced

load of the MV cells. On the other hand, LV bridge, which has

higher current and losses, is less affected by the imbalance.

Additionally, a non-ideal transformer (different leakage in-

ductances) was considered in the theoretical analysis. It was

demonstrated analytically and experimentally that the leakage

inductances deviation has no influence on the soft-switching

operation of the QAB converter, but only a small influence on

the transferred power.

Finally, the capability of the QAB converter to manage the

power exchange among the MV cells has been successfully

demonstrated experimentally.
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